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ABSTRACT 

The enhancement of distribution networks into smart grids 

is accompanied by new functions e.g. smart metering and 

technologies e.g. energy management. Consequently, the 

information and communication technology (ICT) must 

penetrate the distribution systems down to the end 

customers on the low voltage network what is not the case 

in today system. Also on the different control levels of 

electric networks various communication protocols and 

information systems are applied which do not allow 

seamless information exchange.  

Resulting, there is a strong need for uniformity of the data 

models and the services of the communication system for 

the overall network control and data acquisition. This 

uniformity can be achieved by the application of  IEC 

61850. Additionally, there is a need for harmonizing IEC 

61850 with the standards for gateways in home automation 

and smart meters and also with data base systems using 

Common Information Models (CIM / IEC 61968). A pilot 

application in the framework of a European beacon project 

is shown in this paper. 

THE DISTRIBUTION SYS TEM BECOMING 

SMART 

The establishment of Smart Grids in the distribution level is 

driven today worldwide e.g. in Europe by the Targets 20-

20-20 in 2020, which means 20 % reduction of carbon 

emissions, 20 % share of renewable energy in the primary 

energy balance and 20 % increase of energy efficiency. 

Those require an improved coordination of electrical grids, 

to approach problems like intermittent energy feed-in of 

distributed energy resources (DER) by wind and 

photovoltaic and rising load peaks. This will change the role 

of the distribution system from a passive to an active one 

taking more responsibility in the overall power system. In 

the future the distribution will have an important role in 

keeping the local balance between energy production and 

energy consumption. The enhancement of distribution 

networks into smart grids is accompanied by new functions 

and technologies. Some of the main functions to be fulfilled 

by the system are the following: 

¶ Smart metering, 

¶ Energy management on the distribution level, 

¶ Distribution system automation, 

¶ Smart building automation and involvement of 

consumers into the energy market. 

 

The pillars of a smart distribution grid are realized by 

appropriate capabilities of the devices, which are installed 

in the power grid. These capabilities and their classification 

to the pillars are shown in Fig. 1.  

An intensive exchange of data is required to realize all these 

technologies, since a lot participating units send and receive 

information that is necessary for their smart operation. As a 

consequence, the information and communication 

technology (ICT) must penetrate the distribution systems 

down to the end customers on the low voltage network. The 

presently used SCADA systems are not able to provide all 

the functionality needed to realize the mentioned tasks of a 

smart grid since they are mainly installed on the higher 

levels of the system and not even talking all the same 

language. These future functionalities can only be achieved 

by creating a new SCADA. 

 

 
Fig. 1.  Pillars of a smart distribution network 
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The ñVirtual Power Plantò (VPP) as a stakeholder will 

benefit from the surplus of information provided by the 

system. By aggregating this information the VPP can 

schedule energy generation and consumption, playing a role 

in the market for operating reserve. Additionally, a cost 

optimal operation for the components bound together in the 

VPP area can be achieved. A prerequisite for the realistic 

operation of a VPP is the ability to control generating and 

consuming units. This ability of controlling generation and 

consumption will also allow a better utilization of renewable 

energy resources. 

The role of the VPP relies on the stable ICT infrastructure, 

the operation of which is the main task of the ñICT 

providerò. This entityôs business will be to make the 

information exchange that is needed by the VPP available. 

One more stakeholder, called ñMetering service providerò, 

will take care for the installation, operation and meter-

reading of the metering units, needed for billing purposes of 

the costumers.  

THE NEW SCADA FOR TH E RISING 

DEMANDS OF THE DISTR IBUTION LEVEL  

The proper operation of future distribution systems heavily 

depends on the smooth cooperation of the system 

components, even across the boundary of each control level 

to components positioned in different control levels. Today 

there are several different communication protocols and 

information systems, which are applied according to their 

properties. The consequence is that different control levels 

of electric networks use different communication protocols 

and information systems. Also the data models and services 

of these systems are different and do not allow seamless 

information exchange between the levels: 

¶ Network control center ăĄ substations, traders, power 

plants and virtual power plants 

¶ Inside the substations, 

¶ Substation ăĄ MV and LV distribution networks and 

their consumers and power producers, 

¶ Inside homes and industrial enterprises. 

There is not even a guarantee for seamless information flow 

inside one control level, since the various component 

standards could have different properties. What makes 

things more difficult is the problem of only limited 

application of ICT in the medium and low voltage level of 

the power system. 

So, the next generation of SCADA systems ï the new 

SCADA - will need to use a uniform ICT, which must be 

able to handle the amount of data arising from the many 

participating components of a smart grid. The application of 

a homogeneous protocol between and inside all levels of the 

distribution system is necessary to ensure the seamless data 

transport within the network. Fig. 2 shows graphically a 

comparison of todayôs system ICT (the left side of the 

picture) and the one of tomorrow, discussed above (the right 

side of the picture). 

 
Fig. 2.  Information and communication status quo and future needs [1] 

A more detailed view of the distribution system is necessary 

to define the data that the ICT system has to transport. The 

three main aspects of such a system are smart terminals, 

smart energy management and smart metering, and each of 

them has specific data to handle for ensuring the proper 

system operation, while offering the advantages a smart grid 

is supposed to do.  

Further analysis shows the demand of information exchange 

that the system must provide and which can be categorized 

according to three mentioned pillars. The minimum 

information to provide is are listed below and categorized 

according to the pillar they are used for.: 

¶ First, there is the data on the customer side, using smart 

metering, necessary for billing and tariff 

communication. Here the metered values for a defined 

period (up to 1 second), tariff signals and forecasted 

tariffs from the energy provider as well as the current 

energy demand must be communicated. This 

information allows computing the needed amount of 

control required for efficient grid operation.  

¶ Second, the smart energy management requires the 

communication of measured values (voltage, current) 

and the desired values of power generation (active and 

reactive power). The transmission of switch commands 

and status indication is necessary for monitoring and 

controlling functionality. Metered values of energy 

production and consumption as well as a 24 hour profile 

of those values allow for a smart coordination of the 

power distribution system. 

¶ Third, smart terminals communicate data necessary for 

safe system operation. This includes status and control 

information (switches, short circuit indicator) and 

metered and measured values of voltage, current and 

power , too. Utilization of those parameters enables the 

functionality of self repairing grids, enhanced system 

monitoring and increases the overall system safety. 
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THE SMART GRID AND T HE STANDARD 

IEC 61850 

For the realization of a new SCADA system a 

communication standard should be used that fulfills the 

requirements of a Smart Grid. The IEC 61850 seems to be 

well suitable for this task. Nowadays some additional work 

is necessary to adjust it for the new challenges. A new 

release, being on the way, will include data and service 

descriptions, designed for the use in DER dominated 

systems and for the needs of smart grid communication. 

Since it is a standard for the communication in substations, 

the strict application of it will ensure the interoperability in 

the network, independent of the manufacturer of devices. 

This standard offers definitions for data formats and 

services for communication between several devices. A 

standardized Substation Configuration Description 

Language (SCL) makes it possible describing the system 

configuration and structure in a unified format. In addition 

to the client-server model the services can use, a definition 

for the transmission of generic substation events is given as 

well as for the sending of sampled values from so called 

merging units. Requirements concerning performance, 

convenience and security are fulfilled by the standard.  

The application of IEC 61850 to data models and services 

throughout the network ensures the interoperability between 

all involved components [3]. This is realized by uniform 

data classes and service models. Those service models can 

be mapped to existing underlying communication protocols 

like the Manufacturing Messaging Specification (MMS) or 

others, if necessary. Because of this uniformity independent 

from the underlying communication system used, every 

device, which provides or receives information, can be 

accessed in the same way.  For instance a device providing 

measured values would be accessed via the logical node 

(LN) MMXU, which would be part of a particular logical 

device (e.g. a decentralized energy resource). Fig. 3 shows 

the hierarchy of common data classes, assigned to the  

 
Fig. 3.  Example of assigning a given measured value to the designated 

space in IEC 61850 communication protocol: The measured value of 

235.0 V of phase A is assigned to the float field, contained inside the 

class hierarchy of the logical node MMXU. 

logical node MMXU. As can be seen, the LN contains 

several data classes, for which each provides information of 

one measurement aspect, like frequency, power, voltage, 

current, power factor or impedances. 

Again each of those classes contains other data classes to 

represent all properties of the measured value. This includes 

information about the measured values itself, its time stamp 

and also indicators for the quality of the measured value. 

Data fields for specifying physical units used are available 

as well as data fields that can be used for filtered (dead 

banded) value transmission. So excessive data traffic can be 

avoided when using value triggered reporting. The 

measured physical value itself is mapped to some atomic 

data type, which is defined in the appropriate common data 

class [7].  For a complex value like voltage this means that 

both magnitude and angle are mapped to float or integer 

values. 

Although the IEC 61850 standard is the most adequate one 

for application in smart grids, there are still some 

drawbacks. In the level of communication of meters and 

building automation the convenient data models and 

services described by the standard are not common. There 

simple data transfer models suffice and a large amount of 

possible protocols arose. It will be a future task to make 

those protocols interoperate with the IEC 61850 protocol. 

 

COMPLEMENTING IEC 61 850 BASED 

SYSTEMS 

Since the communication with meters and home automation 

devices is not realized using the standard IEC 61850, 

gateways have to be employed to close this gap. These 

gateways can be provided by the mapping of metered values 

to IEC 61850 (including timestamps, load profiles) on the 

one hand, and on the other hand, by forwarding tariff and 

tariff forecast signals from the grid to the intelligent meters.  

This feature will make the meters really intelligent and 

allow the VPP to balance energy generation and 

consumption, since tariff signals will enable load shifting. 

The gateways to meters and home automation devices do 

not need the full functionality of the IEC 61850 

specification. Simplified data models and services can be 

applied in this field and allow a more economic solution 

than a full IEC 61850 implementation. Only the data models 

to implement meter-specific logical nodes must be used and 

not the whole palette of services, the IEC 61850 offers, is 

necessary in this context. One possibility of implementing a 

meter gateway is the usage of IEC 61850 file transfer, which 

enables forwarding aggregated meter data from a 

concentrator to the utilizing body. The standardization 

efforts for gateways shall take the needed functionality into 

account and make sure a harmonization to IEC 61850 is 

given. Research on this topic in the kind of a preliminary 

realization is done within several research projects.  

Gateways to home automation and meters are one part of 
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the needed gateways. The other type of gateways needed are 

gateways to a common database, which will provide 

information for all participating bodies. This database must 

be able to receive and keep the information as well as to 

provide the information, when itôs needed. The gateway 

takes the key role of communication in both directions 

between the database and the IEC 61850 based 

communication system. 

This database mentioned above uses the Common 

Information Model (CIM) according to the standard IEC 

61968 [4][5]. Here, too, the standardization efforts shall 

respect the harmonization between IEC 61850 and CIM. 

The advantage of a common database for the energy 

distribution management is obvious, if you keep in mind, 

that a distribution system generally is a place where a lot of 

participating market players do their job. There are 

enterprises for the network and generation management as 

well as business administration units, sales and trading and 

other services. 

Each of these units again has several subdivisions that have 

their special task in the system management. For a proper 

system operation all those units need to rely on a consistent 

database, which is based on a common scheme definition 

for every unit, although not every unit needs every data.. If 

you use a standardized data base format like CIM, you 

avoid the problem of having a countless amount of adapters 

between data formats. Fig. 4 shows the relationship between 

the amount of (bidirectional) adapters and the number of 

units to connect with and without the usage of a common 

database. It is obvious that a rising number of units causes a 

rising number of necessary adapters. 

An example for the usage of data schemes, as they are 

defined in the draft CIM standard IEC 61968-11 [9] is 

shown in Fig. 5. The defined data scheme is based on an 

object oriented approach, whose classes keep the values to 

store in their attributes. The illustrated classes are a 

snapshot of the ñMeteringò package included in the CIM 

standard. In the example values from a reading process of a 

smart meter shall be mapped to the appropriate CIM 

attributes. As the arrows show each of the transmitted 

parameter has a dedicated space to store the values, which 

can be general parameters or the measured value of a 

specific parameter. 

 

 
Fig. 4.  Amount of necessary data conversions between several SW-

components a) without and b) with CIM. Each arrow represents a 

bidirectional adapter. 

 
Fig. 5.  Mapping of meter data to the appropriate CIM classes 

 

As Fig. 5 shows, the class ñElectricMeteringFunctionò 

describes the properties of the meter, ñReadingTypeò covers 

the parameters for the style in which the metered values are 

represented, and the metered value and the timestamp are 

stored as attributes of the classes ñReadingò and 

ñMeasurementValueò. The task of the gateway is now to 

link the IEC 61850 to the CIM database. A conceptual 

approach is shown in Fig. 6. The transmission of the 

metered value via IEC 61850 communication has to be 

mapped to appropriate data fields inside the CIM database. 

On the left the data fields of the IEC 61850 protocol and on 

the right, the CIM classes of the data that need to be stored 

are illustrated. The challenge is now the correct mapping, 

keeping the correct semantic analysis in mind. 

 

 
Fig. 6.  Mapping of data communicated in IEC 61850 to CIM database 

scheme 




