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ABSTRACT 

The paper covers the derivation and application of new 

load approaches of private households for low-voltage 

power calculations especially in rural areas. In these 

areas private households have an over-average amount 

on consumption and a relatively high penetration of 

dispersed generation. That is why private households 

have a high relevance for an innovative and smart low 

voltage grid design. Therefore especially this group of 

consumer drives the transformation process of 

distribution grids founded on the rising development of 

dispersed generation, especially photovoltaics, and 

additional load patterns such as heat pumps and electric 

cars. 

INTRODUCTION  

Grid design is a long term task. Historically it was based 

on maximal-load-scenarios. In Future, it will be based on 

the consideration of two worst-case-scenarios: The load 

situation with maximum demand and minimal generation 

on one hand and the load situation with minimum 

demand and maximum generation on the other hand. 

Since anticipated changes in household technologies are 

not considered to their full extent, todaýs assumptions 

about household load and infeed patterns for low-voltage 

power calculations are no longer compliant. This makes it 

necessary to question assumptions as current load 

patterns and adapt them to future developments. The 

significant technologies, determining household load 

patterns beside the basic equipment, have been identified. 

These technologies are heat pumps, electric cars and 

photovoltaic systems.  

METHOLOGY  

Concerning the new situation a calculation model for 

simultaneity factor curves has been developed. It 

considers infeed and consumption in its entirety. Low 

voltage grid load approaches are determined from 

installed capacity and their simultaneity factor. The 

simultaneity factor g is the quotient of demand set up and 

installed capacity such as previous specified in [1]: 
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with 

gÐ .. limit value (n=Ð) n .. number of households. 

 

In a first step this well-known simultaneity factor for 

maximum load situations has been improved, generalized 

and a second simultaneity factor for minimal load 

situations has been introduced (figure 1).  

 

 
Figure 1: Schematic courses of minimal and maximal 

simultaneity factor 

 

The analytical formulae can be defined as (cf. [2]):  
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gÐ .. limit value (n=Ð) 

n .. number of households 

aT.. decay limit 
xT.. decay factor 

 

b) minimal simultaneity factor 
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gÐ .. limit value (n=Ð) 

n .. number of households 

bT.. echo limit 
yT.. echo factor. 

 

In the next step the different functions of the single 

technologies are superposed on an aggregated load 

approach by analytical formula. Suchlike analysis could 

principally be explored by time series analysis. The here 

presented model makes two valid simplifications, which 

may be made under certain circumstances. 

 

For sake of simplicity, it is assumed, that the events of 
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technologies maximal or minimal demand occur 

simultaneously. First analysis approves this assumption 

as shown in [2] for electric cars and private households 

load patterns. The correlation in case of superimposing 

demand and infeed cannot be simplified as easy, because 

the point of maximal infeed (about noon) cannot sure be 

seen as the point of minimal demand (actually at night, 

but in this case the minimum about noon is searched). For 

this reason a time range has been defined, in which the 

event of minimal demand surely is included. This fact is 

modeled by the use of contingency analysis.  

 

Disregarding a possible correlation between the 

technologies, the aggregated load approach can be 

described in the following way: 

a) for superposition of maximal demand at the time 

of  minimal infeed (ñwinter-caseò) 
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b) for superposition of minimal demand at the time 

of maximal infeed (ñsummer-caseò) 
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Figure 2 shows the principal scheme of the superposition 

of two technologies A and B to an aggregated load. 

 

 
Figure 2: Superposition of technology A and technology 

B to an aggregated load 

 

Fundamental assumption of the presented model is, that 

simultaneity factor functions are probability mass 

functions. They map maximal or minimal household load 

patterns considering the different possible load conditions 

and their probability. Improbable conditions up to a 

defined valid limit are not considered in the model. As a 

result high, but very short-term occurring load values are 

disregarded. An illustrated example based on households 

basic equipment load patterns is imaged below. 

 

The result of superposition delivers the two mentioned 

new load situations, which are relevant for cost-efficient 

low voltage grid design.  

SIMULTANEITY FACTOR OF FUTURE 

TECHNOLOGIES  

Technologies with the largest impact on a households 

load and infeed pattern, such as heat pumps, electric cars, 

photovoltaic power plants and the basic technical 

equipment of households, have been analyzed concerning 

their simultaneity factor curves. This paper focus´ the 

demand-sided simultaneity factor functions. 

Electric cars and heat pumps 

The technology specifically simultaneity factor functions  

are performed by modeling load profiles. Due to missing 

detailed data about sufficient load profiles, synthetic load 

profiles are generated. Input parameter for the different 

simulation steps are e. g. load, utilization time, user group 

and random starting time. Figure 3 shows the maximal 

and minimal simultaneity factor functions for heat 

pumps. 

 

 
Figure 3: Maximal and minimal simultaneity factor of 

heat pumps 

 

The analysis for electric cars and heat pumps delivered 

the following results, shown in table 1. 

 

Table 1: Simulation results for simultaneity factor 

parameters corresponding to equations (2) and (3) 

parameter elektric cars heat pumps 

gÐ,max å 0.4 å 0.93 

aT 4 10 

xT 0.30 0.32 

gÐ,min å0.04 0.027 

bT 189 2 

yT 0.21 0.35 

 

According to that the maximal simultaneity factor of 

electric cars with charging load of 3.6 kW is 


